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Table of Detected Contaminants 

Contaminant 
Violation 
Yes/No 

Date of 
Sample 

Level Detected 
(Avg/Max) 
(Range) 

Unit 
Measurement MCLG 

Regulatory Limit 
(MCL, TT or AL) Likely Source of Contamination 

  Inorganic Contaminants 

Barium N 03/2021 0.120 mg/L 2 MCL = 2 Erosion of natural deposits. 

Nickel N 03/2021 1.4 ug/L N/A MCL = 100 Naturally occurring. 

Sulfate N 04/2021 31.8 mg/L N/A MCL = 250 Naturally occurring. 

Chlorine (footnote 1) N 2021 1.25 mg/L N/A MRDL = 4 Water additive used to control microbes. 

  Lead and Copper (Tap water at homeowner’s premise) (footnote 2) 

Copper 
 

N 
 

09/2020 
90th percentile= 

0.11 
(ND – 0.24)  

mg/L 
 

1.3 AL = 1.3 
Corrosion of household plumbing 

systems; Erosion of natural deposits. 

Lead 
 

N 
09/2020 

 
90th percentile= 

5.45 
(ND- 9.9) 

ug/L 
 

0 AL = 15 
Corrosion of household plumbing 

systems; Erosion of natural deposits. 

Notes: 
1- Chlorine residual results in the table above represent averages of samples taken at the treatment plant Point-of-Entry location to the 

distribution system. The level detected from the table above for TTHM’s and HAA’s represent the highest level (from the two distribution 
locations sampled. 

2- The level presented represents the 90th percentile of the 9 sites tested. A percentile is a value on a scale of 100 that indicates the percent 
of a distribution that is equal to or below it.  The 90th percentile is equal to or greater than 90% of the copper values detected at your water 
system. The action level for copper was exceeded at one of the sites tested. The level presented represents the 90th percentile of the 9 
samples collected.  The action level for lead was not exceeded at any of the sites tested.  
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